NOTES:

1. MANHOLE FRAME AND COVER PER DETAIL W27

2. THE BOTTOM OF THE MANHOLE FRAME SHALL
NOT BE MORE THAN 12" ABOVE
THE TOP OF THE MANHOLE STRUCTURE.

3. PRECAST CONCENTRIC CONE RISERS

MAY BE USED WHERE REQUIRED FOR

DEPTH.

4. THE MANHOLE FRAME AND COVER MUST BE
CENTERED OVER THE VALVE OPERATING NUTS

S. POLYPROPYLENE MANHOLE STEPS
SHALL BE PROVIDED AT 12" 0.C. FOR
MANHOLES GREATER THAN 4 FEET

DEEP.

PRECAST CONCRETE —=

* CONNECT TO THE TRACER
WIRE ON THE LINE

CONCRETE COLLAR

MANHOLE FRAME & COVER
8" BRICK
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